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ABSTRAK 

ANALISIS SISTEM PROTEKSI PETIR EKSTERNAL PADA GEDUNG 

POWER PLANT 2×10MW PT SMART Tbk. UNIT TARJUN 

(Rizal Effendi. 201710130311060) 

 

Pada penelitian ini, sistem proteksi petir diperlukan oleh bangunan tinggi 

agar dapat melindungi dari sambaran petir secara langsung maupun tidak 

langsung. Gedung yang sering dipergunakan kegiatan yang melibatkan banyak 

orang, alat elektronik, dan bahan mudah terbakar sangat dibutuhkan sistem 

proteksi petir. 

Dampak yang terjadi jika gedung tersambar petir dapat mengakibatkan 

kerusakan pada harta benda dan kematian pada makhluk hidup. sistem proteksi 

petir ini bertujuan untuk mengetahui tingkat proteksi penangkal petir, luas daerah 

yang terproteksi oleh penangkal petir, dan tahanan petanahan pada gedung Power 

Plant 2×10MW PT SMART Tbk. Unit Tarjun.  

Dalam penelitian ini dilakukan dengan metode pengumpulan data dan 

analisa data. Metode pengumpulan data terdiri dari Observasi, Pengukuran, Studi 

pustaka, dan Wawancara. Analisa data terdiri dari Menentukan Tingkat Proteksi 

Pada Bangunan, Menentukan radius proteksi, dan Terminasi bumi. 

Dari hasil perhitungan menunjukkan apakah penangkal petir yang dipasang 

di atas gedung Power Plant 2×10MW PT SMART Tbk. Unit Tarjun sudah cukup 

mampu melindungi keseluruhan area sekitar gedung Power Plant 2×10MW PT 

SMART Tbk. Unit Tarjun.  

  

 Kata Kunci : Gedung, Proteksi, Petir, Pentanahan, 
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ABSTRACT 

ANALSYS OG THE EXTERNAL LIGHTING PROTECTION SYSTEM AT THE 

2×10MW POWER PLANT BUILDING PT SMART Tbk. UNIT TARJUN  

(Rizal Effendi. 201710130311060) 

 

In this study, a lightning protection system is required for tall buildings to 

protect them from direct or indirect lightning strikes. Buildings frequently used 

for activities involving a large number of people, electronic devices, and 

flammable materials require a lightning protection system.  

The impact of a lightning strike on a building can result in damage to 

property and loss of life. The purpose of this lightning protection system is to 

determine the level of lightning protection, the area covered by the lightning rod, 

and the grounding resistance of the 2×10MW PT SMART Tbk. Unit Tarjun Power 

Plant building.  

This research is conducted using data collection and data analysis methods. 

Data collection methods include observation, measurement, literature review, 

and interviews. Data analysis involves determining the level of protection on the 

building, establishing the protection radius, and grounding termination.  

The calculation results will indicate whether the lightning rod installed on 

the 2×10MW PT SMART Tbk. Unit Tarjun Power Plant building is sufficient to 

protect the entire area surrounding it. 

 

Keywords: Building, Protection, Lightning, Grounding. 
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