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PERENCANAAN SISTEM PLUMBING AIR BERSIH DAN AIR LIMBAH PADA 

PEMBANGUNAN GEDUNG PAVILLIUN RUMAH SAKIT DR SAIFUL 

ANWAR KOTA MALANG 

 

Erna Restiana Rumagutawan1, Dr. Ir. Moh. Abduh, ST, MT, IPU, ACPE, ASEAN 

Eng. 2, Azhar Adi Darmawan, ST, MT.3 

 

ABSTRAK 

Rumah sakit merupakan sarana pelayanan yang memungkinkan terjadinya pencemaran 

lingkungan dan gangguan kesehatan. Salah satu upaya untuk mencegah hal tersebut, yaitu 

perlu adanya sanitasi yang baik pada rumah sakit. Perencanaan ini bertujuan untuk 

mengetahui kebutuhan air bersih yang dibutuhkan dan air limbah yang dihasilkan pada 

Gedung Pavilliun Rumah Sakit dr. Saiful Anwar. Metode yang digunakan dalam 

perencanaan ini yaitu dengan membandingakan jumlah penghuni serta jenis dan jumlah 

alat plambing. Untuk memenuhi kebutuhan air bersih pada Gedung Pavilliun Rumah 

Sakit dr. Saiful Anwar diperlukan air bersih sebesar 136,8 m3/hari dan jumlah air limbah 

yang dihasilkan adalah sebesar 109,44 m3 /hari. Kapasitas Ground Water Tank adalah 48 

m3 dan Rooftank sebesar 25 m3. Berdasarkan hasil Perhitungan digunakan pompa transfer 

untuk mengalirkan air Ground Water Tank menuju Rooftank dengan kapasitas pengaliran 

16,2 m3 /jam. Pompa yang digunakan adalah pompa sentrifugal 3 kW CP 210B 4 HP 3 

Phase. Sistem pembuangan yang digunakan adalah sistem terpisah, dimana air kotor akan 

ditampung terlebih dahulu pada septic tank sedangkan untuk air buangan dan limbah 

medis menuju IPAL yang kemudian akan diolah dengan proses Biofilter Aerobik – 

Anaerobik agar aman ketika dibuang ke saluran umum.  

Kata kunci : Plambing, Rumah Sakit, Air bersih, Air limbah 

 

 

 

 

 



 

viii 

 

PLANNING OF CLEAN WATER AND WASTEWATER PLUMBING SYSTEMS IN 

THE CONSTRUCTION OF THE DR SAIFUL ANWAR HOSPITAL PAVILLION 

BUILDING, MALANG CITY 

 

ABSTRACT 

Hospital are facilities that provide services that can lead to environmental pollution and 

health issues. One effort to prevent this is the need for good sanitation in hospitals. This 

planning aims to determine the need for clean water and wastewater generated at the 

Pavilion Building of dr. Saiful Anwar Hospital. The method used in this planning is to 

compare the number of occupants, types and quantities of plumbing fixtures. To meet the 

need for clean water in the Pavilion Building of dr. Saiful Anwar Hospital, 136.8 m3/day 

of clean water is required, and the amount of wastewater generated is 109.44 m3/day. The 

capacity of the Ground Water Tank is 48 m3, and the Rooftank is 25 m3. Based on the 

calculation results, a transfer pump is used to flow water from the Ground Water Tank to 

the Rooftank with a flow capacity of 16.2 m3/hour. The pump used is the 3 kW CP 210B 

4 HP 3 Phase Centrifugal Pump. The drainage system used is a separate system, where 

dirty water is first collected in a septic tank, while wastewater and medical waste go to 

the Wastewater Treatment Plant (IPAL), which will then be treated with an Aerobic-

Anaerobic Biofilter process to ensure it is safe when discharged into public drains. 

Keywords : Plumbing, Hospital, Clean Water, Wastewater
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